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European foreword 

This document (EN 50288-10-2:2015) has been prepared by CLC/SC 46XC "Multicore, multipair and quad 
data communication cables," of CLC/TC 46X, "Communication cables". 

The following dates are fixed: 
 
• latest date by which this document has to be 

implemented at national level by publication of 
an identical national standard or by 
endorsement 

(dop) 2016-08-03 

• latest date by which the national standards 
conflicting with this document have to 
be withdrawn 

(dow) 2018-08-03 

 
Attention is drawn to the possibility that some of the elements of this document may be the subject of patent 
rights. CEN [and/or CENELEC] shall not be held responsible for identifying any or all such patent rights. 

This Part 10-2 is to be read in conjunction to EN 50288-1. 

This document has been prepared under a mandate given to CENELEC by the European Commission and 
the European Free Trade Association. 

This standard covers the Principle Elements of the Safety Objectives for Electrical Equipment Designed for 
Use within Certain Voltage Limits (LVD - 2006/95/EC). 
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1 Scope 

This sectional specification covers screened cables, characterised from 1 MHz up to 500 MHz, to be used to 
construct cords for use in cabling specified in the EN 50173 series of standards.  

The premises-specific cabling standards of the EN 50173 series reference the D1 requirements of this 
specification for the cable used within cords of the “reference implementations” of those standards. The 
alternative D2 requirements of this specification may be used to produce cords for other implementations and 
applications including the direct connection of equipment in data centres. 

This sectional specification contains the electrical, mechanical, transmission and environmental performance 
characteristics and requirements of the cables when tested in accordance with the referenced test methods. 

This sectional specification is to be read in conjunction with EN 50288-1, which contains the essential 
provisions for its application. 

The cables covered in this sectional specification are intended to operate with voltages and currents normally 
encountered in communications systems. These cables are not intended to be used in conjunction with low 
impedance sources, for example the electrical power supplies of public utility mains. 

2 Normative references 

The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated references, 
the latest edition of the referenced document (including any amendments) applies. 

EN 50288-1:2013, Multi-element metallic cables used in analogue and digital communication and control – 
Part 1: Generic specification 

EN 50289-3-2, Communication cables – Specifications for test methods – Part 3-2: Mechanical test 
methods – Tensile strength and elongation for conductor 

EN 50289-3-4, Communication cables – Specifications for test methods – Part 3-4: Mechanical test 
methods – Tensile strength, elongation and shrinkage of insulation and sheath 

EN 50289-3-5, Communication cables – Specifications for test methods – Part 3-5: Mechanical test 
methods – Crush resistance of the cable 

EN 50289-3-6, Communication cables – Specifications for test methods – Part 3-6: Mechanical test 
methods – Impact resistance of the cable 

EN 50289-3-8, Communication cables – Specifications for test methods – Part 3-8: Mechanical test 
methods – Abrasion resistance of cable sheath markings 

EN 50289-3-9:2001, Communication cables – Specifications for test methods – Part 3-9: Mechanical test 
methods – Bending tests 

EN 50289-3-16, Communication cables – Specifications for test methods – Part 3-16: Mechanical test 
methods – Cable tensile performance 

EN 50289-4-6, Communication cables – Specifications for test methods – Part 4-6: Environmental test 
methods – Temperature cycling 

EN 50290-2 series, Communication cables – Part 2: Common design rules and construction 
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EN 60708, Low-frequency cables with polyolefin insulation and moisture barrier polyolefin sheath (IEC 60708) 

IEC 60189-2, Low-frequency cables and wires with PVC insulation and PVC sheath – Part 2: Cables in pairs, 
triples, quads and quintuples for inside installations 
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