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European foreword 

This document (EN 12102-2:2019) has been prepared by Technical Committee CEN/TC 113 “Heat pumps 
and air conditioning units”, the secretariat of which is held by UNE. 

This European Standard shall be given the status of a national standard, either by publication of an 
identical text or by endorsement, at the latest by November 2019, and conflicting national standards shall 
be withdrawn at the latest by November 2019. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CEN shall not be held responsible for identifying any or all such patent rights. 

This document has been prepared under a mandate given to CEN by the European Commission and the 
European Free Trade Association, and supports essential requirements of EU Directive(s). 

For relationship with EU Directive(s), see informative Annex ZA and Annex ZB, which are integral parts 
of this document. 

According to the CEN-CENELEC Internal Regulations, the national standards organisations of the 
following countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Croatia, 
Cyprus, Czech Republic, Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia, France, 
Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, 
Norway, Poland, Portugal, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden, Switzerland, Turkey and 
the United Kingdom. 
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1 Scope 

This document specifies methods for testing the sound power level of air/water, brine/water, 
water/water and direct exchange/water heat pump water heaters and heat pump combination heaters 
with electrically driven compressors and connected to or including a domestic hot water storage tank for 
domestic hot water production. 

This European Standard comprises only the testing procedure for the domestic hot water production of 
the heat pump system. 
NOTE 1 Testing procedures for simultaneous operation for domestic hot water production and space heating are 
not treated in this standard. Simultaneous operation means that domestic hot water production and space heating 
generation occur at the same time and may interact. 

NOTE 2 For space heating function, the requirements are given in EN 12102-1:2017. 

This European Standard only applies to water heaters which are supplied in a package of heat pump and 
storage tank. In the case of water heaters consisting of several parts with refrigerant connections, this 
European Standard applies only to those designed and supplied as a complete package. 

This European Standard does not specify requirements for the quality of the used water. 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any amendments) applies. 

EN 12102-1:2017, Air conditioners, liquid chilling packages, heat pumps, process chillers and dehumidifiers 
with electrically driven compressors - Determination of the sound power level - Part 1: Air conditioners, 
liquid chilling packages, heat pumps for space heating and cooling, dehumidifiers and process chillers 

EN 14511-1, Air conditioners, liquid chilling packages and heat pumps for space heating and cooling and 
process chillers, with electrically driven compressors - Part 1: Terms and definitions 

EN 14511-2, Air conditioners, liquid chilling packages and heat pumps for space heating and cooling and 
process chillers, with electrically driven compressors - Part 2: Test conditions 

EN 14511-3, Air conditioners, liquid chilling packages and heat pumps for space heating and cooling and 
process chillers, with electrically driven compressors - Part 3: Test methods 

EN 16147:2017, Heat pumps with electrically driven compressors - Testing, performance rating and 
requirements for marking of domestic hot water units 

EN ISO 3741:2010, Acoustics - Determination of sound power levels and sound energy levels of noise sources 
using sound pressure - Precision methods for reverberation test rooms (ISO 3741:2010) 

EN ISO 3743-1, Acoustics - Determination of sound power levels and sound energy levels of noise sources 
using sound pressure - Engineering methods for small movable sources in reverberant fields - Part 1: 
Comparison method for a hard-walled test room (ISO 3743-1:2010) 

EN ISO 3744, Acoustics - Determination of sound power levels and sound energy levels of noise sources using 
sound pressure - Engineering methods for an essentially free field over a reflecting plane (ISO 3744:2010) 

EN ISO 3745, Acoustics - Determination of sound power levels and sound energy levels of noise sources using 
sound pressure - Precision methods for anechoic rooms and hemi-anechoic rooms (ISO 3745:2012) 
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