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European foreword 

This document (EN 13203-7:2022) has been prepared by Technical Committee CEN/TC 109 “Central 
heating boilers using gaseous fuels”, the secretariat of which is held by NEN. 

This European Standard shall be given the status of a national standard, either by publication of an 
identical text or by endorsement, at the latest by February 2023, and conflicting national standards shall 
be withdrawn at the latest by February 2023. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CEN shall not be held responsible for identifying any or all such patent rights. 

The main purpose of this revision is to provide a means of conforming to requirements of Commission 
Delegated Regulation (EC) n°813/2013, (EC) n° 811/2013, (EC) n° 812/2013 and (EC) n° 814/2013. 

Any feedback and questions on this document should be directed to the users’ national standards body. 
A complete listing of these bodies can be found on the CEN website. 

According to the CEN-CENELEC Internal Regulations, the national standards organisations of the 
following countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Croatia, 
Cyprus, Czech Republic, Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, 
Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Republic of North 
Macedonia, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden, Switzerland, Turkey and the United 
Kingdom. 
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Introduction 

This document refers to clauses of EN 13203-2:2022 or adapts clauses by stating in the corresponding 
clause, on the principle: 

— shall be according to EN 13203-2:2022, (clause number) with the following modification; 

— shall be according to EN 13203-2:2022, (clause number) with the following addition; 

— EN 13203-2:2022, (clause number) is replaced with the following; 

— EN 13203-2:2022, (clause number) is not applicable. 
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1 Scope 

This document is applicable to gas-fired appliances producing domestic hot water. It applies to 
condensing combination boilers with passive flue heat recovery device (PFHRD) that have: 

— a heat input not exceeding 400 kW; 

— a hot water storage tank capacity (if any) not exceeding 2 000 l; 

— a declared load profile between M to 4XL. 

In the case of combination boilers, with or without storage tank, domestic hot water production is 
integrated or coupled, the whole being marketed as a single unit. 

For this document, some tests and calculation results of EN 13203-2:2022 are used to calculate the 
energy consumptions. 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any amendments) applies. 

EN 13203-1:2015, Gas fired domestic appliances producing hot water — Part 1: Assessment of performance 
of hot water deliveries 

EN 13203-2:2022, Gas-fired domestic appliances producing hot water — Part 2: Assessment of energy 
consumption 
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